Aeration is usually the most energy intensive part of the wastewater treatment process. Optimizing the aeration system is essential for reducing energy costs. Field tests oriented to estimate parameters related to oxygen transfer are a common approach to compare aeration systems. The aim of this research is to assess the effect of dissolved oxygen probe lag on oxygen transfer parameter estimation. Experimental procedures regarding to process automation and control were applied to quantify dissolved oxygen probe lag. We have measured oxygen transfer in clean water, under a wide range of conditions (airflow rate, diffuser characteristics and diffuser density), with optic and polarographic sensors for dissolved oxygen measurement. The oxygen transfer was measured as per ASCE Standard procedures. Nonparametric statistical tests were used to compare the estimated volumetric mass transfer coefficient K L a with different sensors. According to the results, there is not significant influence of the probe lag (also known as time constant) or probe characteristics on the parameters used to assess oxygen transfer efficiency. This fact has great relevance in common practice of aerobic process for wastewater treatment because dissolved oxygen monitoring is used as an input for decision making related to the energy optimization in the aeration system. Findings from these tests contradict previous studies which claim that lag time in polarographic sensors for the dissolved oxygen measurement can bias estimate K L a.
Introduction
In activated sludge process, the energy consumed by the electromechanical equipment used for aeration typically demands more than 50% of the process power (DWA, 1996; Metcalf & Eddy, 2013; Stenstrom & Gilbert, 1981; US EPA, 1989 ).
Factors to be considered when studying oxygen transfer in fine-pore aeration systems covers a wide range: diffuser-related issues (Groves, Daigger, Simpkin, Redmon & Ewing, 1992; Mueller, Boyle & Popel, 2002; Diego Rosso & Shaw, 2015) , aerobic reactor characteristics (Eckenfelder, 1959; Mueller et al., 2002; Pittoors, Guo & Van Hulle, 2014; Schierholz, Gulliver, Wilhelms & Henneman, 2006) and operating conditions (Henkel, 2010; D Rosso, Iranpour & Stenstrom, 2005) .
Equation 1 presents the basic model for oxygen transfer in a disperse gas-liquid system. This equation relates the oxygen transfer rate (OTR) with the volumetric liquid-phase oxygen transfer coefficient (k L a). The driving force for oxygen transfer being the concentration gradient between the dissolved oxygen (DO) and the saturation (DO sat ).
= a DO − DO
(1) coefficient is concerned, "k L " corresponds to the velocity of gas-liquid oxygen transfer and "a" to the bubbles specific area (i.e., surface area per unit volume). Since the measurement of interfacial areas often turns out to be impractical, the coefficient k L a becomes a reference variable for characterizing aeration (Eckenfelder, 1959) .
Determining K L a in an aerobic reactor is essential to establish its aeration efficiency. Usually, measurement of oxygen transfer from diffused gas and mechanicaloxygenation devices to clean water is done according to the ASCE/EWRI Standard 2006-2 (American Society of Civil Engineers, 2007) .
Measuring dissolved oxygen in wastewater treatment process is considered of interest as input for the control of dissolved oxygen concentrations inside the aerobic reactor and consequently the process energy demand. Currently, the most common method for dissolved oxygen measurements is using a dissolved oxygen sensor (usually comprised of a controller, cable, probe and a sensing element). According to their measure principle, there are commercially available electrochemical and optical sensors. Electrochemical sensors can be sub-divided into polarographic and galvanic sensors. Optical measurement methods can be sub-divided into Intensity-based and lifetime-based optical sensors (Bogue, 2008; Lee & Tsao, 1979; YSI Incorporated, 2009 ). Philichi and Stenstrom (1989) outline a procedure for establishing the response time of a sensor and its effect on estimating K L a. The typical response time of polarographic sensors with highly sensitive membranes is approximately 8 s, and for optic sensors, the response time approaches 40 s (YSI Incorporated, 2009).
Development of standard procedures for oxygen transfer parameter estimation began in the 1980s (Brenner, 1983) . At that time technology for optic dissolved oxygen probes was not commercially available. The first references to applications of optic dissolved oxygen probes in wastewater treatment are from the year 2000 (Santos & Farahi, 2014) . The recent development of this technology and the fact that is widely commercially available is a good reason to consider using them in oxygen transfer parameter estimation tests. According to the literature review made, the effects of measuring response time on the optical sensors when they are applied in estimating the K L a has not been considered yet.
According to manufacturers, each type of dissolved oxygen sensors (optic and polarographic) has advantages and disadvantages. From a wastewater treatment plant operator point of view, optical sensors present advantages in terms of lower maintenance than polarographic sensors. In practical terms, lower maintenance appears as an attractive alternative when selecting dissolved oxygen sensors. More details regarding thesensors specifications are widely available indissolved oxygen sensors manufacturer's website.
Method
A single bench test has been used throughout the whole experimentation. Two main research stages have been conducted: i) Measure dissolved oxygen probe lag, ii) Measure oxygen transfer in clean water. This section provides details on experimental methods as well as details for each one of the stages of the research:
Experimental Set-up
The experimental setup used to measure oxygen transfer in the clean water consists of a 2000 liters High Density Polyethylene (HDPE) tank, galvanized steel pipeline for air supply, one or two fine bubble diffusers, air flow measurement and regulation devices. Dissolved oxygen probes were installed hanging over the top of the tank, exactly in the same position during the tests. Useful depth of the tank is 1.5 meters. An illustration of the main components of the experimental setup is shown in Figure 1 . Similarity with commonly used wastewater components was a priority in the design phase of the bench test. This is the main reason because diffusers typically used in the industry were selected. Three different fine bubble diffusers were used in the experimentation. Diffusers were selected looking for different shapes and materials. * Ethylene propylene diene monomer (M-class). ** Consistent with the manufacturer guidelines.
Measuring Instruments Used
Eight dissolved oxygen probes were used in experimentation. Table 2 presents the characteristics of each one of the dissolved oxygen probes. High sensitivity membranes were installed in all of the YSI polarographic probes (YSI 5776 and YSI 5908). For measuring the total dissolved solids a YSI EC300 conductivity meter was used. Sensors were checked and calibrated each of the days in which experimentation was done. As a precaution, we review and replaced batteries on a regular basis and membranes of dissolved oxygen probes when it was needed. These procedures follow directions as recommended by the manufacturer.
Dissolved Oxygen Probe Lag

Methodology
The objective of this experimental procedure is to collect the data of a nearly instantaneous change in dissolved oxygen concentration. In this particular application, the sudden change in dissolved oxygen concentration is equivalent to a unit step. These tests are developed taking dissolved oxygen sensors from water with a low dissolved oxygen concentration (O.D. ≈ 0 mg/L) rapidly to water with dissolved oxygen at saturation concentration (O.D. ≈ 7.0 mg/L). In this case, the water volume out of dissolved oxygen was in an 8 liters beaker.
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Modern Applied Science Vol. 10, No.8; The water containing dissolved oxygen concentration saturation was inside the tank of 2000 liters mentioned before. With each one of the dissolved oxygen probes used three replicates of the experiments were performed. Data analysis is brought forward from the average of collected data. Recorded time and dissolved oxygen data regarding probe to respond to the change is used as a basis to estimate the probe lag.
Oxygen removal is done by consuming the dissolved oxygen using sodium sulfate (Na 2 SO 3 ) analytical grade with cobalt chloride (CoCl 2 ) analytical grade added as a catalyst. The amount of each chemical is estimated according to guidelines of the standard ASCE/EWRI Standard 2006-2.
According to Smith and Corripio (1997) the term "Time Constant" is referred to the specific vocabulary of process control. As reported by Philichi and Stenstrom (1989) , the term "Probe Lag" is referred to the specific vocabulary of wastewater treatment. However, these two expressions have the same meaning because they represent the same characteristic of the sensor. It is important to notice that for this work the term Probe Lag is used.
Data Processing
A model commonly used in the description of process dynamics is the so-called "First order plus dead-time" (FOPDT). In process automation and control the FOPDT model is used when system's response to a step input is being estimated. Said response is the process reaction curve (Smith & Corripio, 1997) . The procedure to estimate the probe lag use as reference a high exchange rate region of the process, according to the dissolved oxygen data collected.
Data were processed using two similar procedures. The one described by Philichi and Stenstrom (1989) is a procedure previously applied to dissolved oxygen probes. The procedure described by Smith and Corripio (1997) , dubbed "Fit 3" is a general procedure applied to process automation and control, however, this mathematical procedures used to assess the response to a unit step are used to quantify dissolved oxygen probe lag.
Smith and Corripio (1997) present different procedures applicable to estimate the probe lag. The so-called "Fit 1" is similar to that found in Philichi and Stenstrom (1989) . From the review presented by Smith and Corripio (1997) , they recommend the use of the procedure dubbed "Fit 3" as a more precise one. This is the reason to have in consideration two procedures in this work.
Threeparameters are used to describe the FOPDT: (i) Time constant (τ): After one time constant the response reaches 63.2% of its final change, and in five "time constants" it reaches over 99% of the change. (ii) Total change (∆Cs): Regarding dissolved oxygen concentration once system reach steady state conditions. (iii) Dead time (t 0 ): Time delays are caused by probe lag (Smith & Corripio, 1997) .
Measure Oxygen Transfer in Clean Water
Methodology
The oxygen transfer has been measured as per ASCE Standard procedures "Measurement of Oxygen Transfer in Clean Water" ASCE/EWRI Standard 2006-2 (American Society of Civil Engineers, 2007).
For aeration parameter determination, the dissolved oxygen on the water is decreased to a low value (O.D. ≈ 0 mg/L), aeration is then started at a constant air flow rate and the increase in dissolved oxygen is monitored using a dissolved oxygen probe. Once the dissolved oxygen reach a steady state (Saturated dissolved oxygen concentration), data collection is complete. In order to remove oxygen from the water, Sodium Sulfite (Na 2 SO 3 ) analytical grade and Cobalt Chloride (CoCl 2 ) analytical grade were used.
During the experimentation phase, tests were made with three (3) different models of diffusers, operating the aeration system in different airflows (from 1 to 8 m 3 /h according to the range recommended by the manufacturer), for each tested scenario, two (2) repetitions were made. The dissolved oxygen concentrations were measured with dissolved oxygen probes described in Table 2 .
These tests were aimed to determine the effect of using optical dissolved oxygen probes, airflow rate, diffuser type and diffuser density in the parameters estimation associated with the oxygen transfer efficiency in clean water.
Data Processing
The data processing to estimate K L a is described in ASCE/EWRI Standard 2006-2 (American Society of Civil Engineers, 2007) . A parameter estimation tool dubbed DOPar (Version 3-0-3) is available for ease of processing data collected in oxygen transfer tests (Kartiki S. Naik, 2012) . This tool performs a non-steady state analysis of re-aeration data under the required procedures of the ASCE/EWRI Standard 2006-2. A description of the www.ccsenet.org/mas Modern Applied Science Vol. 10, No.8; optimization technique used to fit the parameters is provided in Stenstrom, Hwang, et al., (1981) . For the estimation of the aeration parameters DOPar (Version 3-0-3) consider information regarding test conditionsas the atmospheric pressure, temperature, total dissolved solids (TDS), initial dissolved oxygen and saturation, as well as the dissolved oxygen concentrations recorded during the test.
The ASCE/EWRI Standard 2006-2 anticipates that initial collected data has to be truncated by the 20%. Consequently, the present work has adopted as reference 1 mg/L to eliminate the data below this concentration. Based on experience during the data processing, the author can confirm that following the recommendation eliminates interference in the K L a estimation when there is time-out in the collected data.
During the test, a camera was used to record the screen of the dissolved oxygen probe controllers. Once the tests were completed, by typing values, the recorded videos were employed to build up a database containing elapsed time, dissolved oxygen concentration and water temperature.
Statistical Tests Employed
R programming language (R Core Team, 2015) was used to the statistical analysis. Nonparametric test were applied to the data such as Kruskal-Wallis Rank Sum Test and Wilcoxon Rank-Sum Test.
The Kruskal-Wallis test is used to test the null hypothesis H 0 that k independent samples are from identical populations. The test is a nonparametric procedure for testing the equality of means in the one-factor analysis of variance when the experimenter wishes to avoid the assumption that the samples were selected from normal populations (Walpole, Myers, Myers, & Ye, 2011)
The Wilcoxon Rank-Sum test is used to determine whether the median difference between paired observations equals zero, under this condition, we can test the null hypothesis μ = μ 0 . In this test we note the magnitudes and the signs of the paired differences from two samples of observations and then rank the absolute values of the differences (Kottegoda & Rosso, 2008; Walpole et al., 2011) .
Results and Discussion
Dissolved Oxygen Probe Lag
The details of the results obtained for each dissolved oxygen probe are summarized in Table 3 . These results show that polarographic sensors have probe lags below 10 seconds, for this group of probes the variation of the estimated probe lag is low. On the other hand, optic dissolved oxygen probes have 10 to 20 times higher response time than polarographic probes. Under the same operation conditions polarographic dissolved oxygen probes have a lower response times than optic ones, the findings regarding probe lag for optic and polarographic dissolved oxygen probes are consistent to literature (Santos & Farahi, 2014; YSI Incorporated, 2009 ). Measurement technology in dissolved oxygen probes is directly linked to the probe lag.
Regarding the methodology utilized for the probe lag estimation, the results obtained do not show significant differences and the orders of magnitude are similar. Despite the fact that Smith and Corripio (1997) recommend the methodology called "Fit 3" over the "Fit 1" the results obtained showed that the methodology suggested by Philichi and Stenstrom (1989) is applicable. 
Measurement Oxygen Transfer in Clean Water
The results presented in Figure 2 [A] to Figure 2 Findings from these tests contradict previous studies which claim that lag time in polarographic dissolved oxygen probes response can bias estimates of K L a (Philichi & Stenstrom, 1989) . and a probe lag ~ 200 s or its equivalent 0,0556 h (see Table 3 ) . According to the ASCE/EWRI Standard 2006-2, the reference was 0.0025 h for the probe response time (Estimated from 0.02 / 8 h -1
). When comparing the reference value (0.0025 h) to the optic probe lag data (0.0556 h) it makes it clear that the optic probe lag used in this work is higher than the reference value and do not meet the standard guidelines. Nevertheless, according to the results there is no statistical difference between K L a values estimated from optic or polarographic dissolved oxygen probes.
The results reported by Philichi and Stenstrom (1989) were determined from an experiment conducted with dissolved oxygen probes with probe lags between 5.0 and 7.0 seconds. In the present investigation, the assessment has been based on dissolved oxygen probe lags between 3.8 y 200 seconds, including optical sensors. These results arise from experimentation in values of K L a between 1.7 and 25 h -1 , using diffusers with the characteristics of the ones used in wastewater treatment practice. Tested air flowrates are consistent with the manufacturer guidelines, in consequence, they are applicable to the typical operational conditions of wastewater industry.
The authors consider that this is a starting point to develop a detailed review of the ASCE/EWRI Standard 2006-2 guidelines as well as the use of widely accepted technologies such as optic dissolved oxygen probes for the measuring of oxygen transfer in clean water.
Our work leads to the conclusion that the type of sensor used in the oxygen transfer tests don't have significant variations on the estimated K L a, in any case, when a dead time is recorded in the beginning of the test, it is necessary to apply data truncation procedure in accordance with the recommendations given in the ASCE/EWRI Standard 2006-2 (American Society of Civil Engineers, 2007).
[A]
[B] Regarding to the oxygen transfer as a function of the air flow rate, the tendency of the findings of this research, is consistent with the reported by several authors. In aeration systems the oxygen transfer efficiency is a function of the air flow rate and both keep a direct relationship (Gillot, Capela-Marsal, Roustan, & Héduit, 2005; Jenkins, 2013; Liu, Li, & Zhang, 2011; Mueller et al., 2002; D Rosso et al., 2005) . High water flow regimens, associated with high air flow rates, has as consequence the increase in internal bubble recirculation of gas and high surface renewal rates (interface gas -liquid) (D. Rosso, Huo, & Stenstrom, 2006) .
However, despite the tendency, the numeric results cannot be compared with already reported values. The foregoing, because factors such as tank shape, water column depth/height and the diffusers density or the diffuser type are factors affecting oxygen transfer efficiency. Characteristics of the bench test didn't match characteristics of other previously reported.
Statistical tests (Kruskal-Wallis test) have shown significance evidence that airflow rate and diffuser characteristics affect the variability of the K L a, test revealed that 93.4% of the variability of K L a was related to the airflow rate. The Wilcoxon Signed Rank test confirms this fact, air flow rate has a significant difference in the K L a value estimated in the tests (p-value < 0.05 in all cases).
Impact of Diffuser Density on K L a
Regarding the effect of diffuser density on oxygen transfer efficiency, when comparing K L a results from test with 1 and 2 diffusers for the same air flow rate (Figure 2 [A] to Figure 2 [D]), statistical tests (Kruskal-Wallis test) have shown significance evidence that diffuser density affect the K L a. For the tubular diffuser 83% of the variability of K L a was related to the diffuser density, in the case of the 12" diffusers, for airflow rates above 4 Nm 3 /h, 86% of the variability is related to the diffuser density. The Wilcoxon Signed Rank test confirms this fact, the diffuser density used in the test is related to statistically significant differences in the K L a (p-value > 0.05 in all cases). The results obtained show a clear influence of the diffuser density on the oxygen transfer efficiency, higher the diffuser density higher the K L a. This means that estimated value for K L a is affected by the diffuser density (Airflow from 2 to 10 Nm 3 /h, K L a from ~4 to ~26 h -1 ).
www.ccsenet.org/mas Modern Applied Science Vol. 10, No.8; The results and the analysis are consistent with other investigations that have shown similar results, an increase in diffuser density results in an increase in oxygen transfer efficiency. A common application of this fact on plug flow reactors is tapered aeration, a higher diffuser density is installed at the influent end of the tank than the effluent end. This optimizes oxygen transfer, since the oxygen uptake rate is higher at the influent end of the basin (Jenkins, 2013; Mueller et al., 2002; US EPA, 1989) . As bubble size is a critical parameter in diffused bubble systems because it determines the interfacial surface area and bubble-rise velocity, increasing the diffuser density for the same air flow rate, lower initial bubble size and interaction between bubbles after the formation.
Effective Diffuser Area and Oxygen Transfer Performance
On a side note, according to the results (See Table 4 ), considering K L a in relation to the effective diffuser area [K L a (h -1 )/diffuser area (m 2 )], the 9" diffuser have been proven to be twice as effective as the tubular diffuser (single diffuser tests). This topic is not the main subject of this research, even though, proves to be an interesting point of view when a diffuser selection process have to be carried out. Since the aeration efficiency is directly related to the costs of the energy needed for the operation of an aeration system it is relevant to highlight the importance of correct selection of diffusers to be installed in activated sludge process for wastewater treatment.
Importance of the Findings
On the basis of the results obtained for the K L a estimated using different types of dissolved oxygen probes (optic and polarographic) we can conclude that there is no significant influence of the probe lag (time constant) or probe characteristics on the parameters used to assess oxygen transfer efficiency in clean water. This means that K L a typical values of fine-bubble diffusers in clean water (~1.5 to ~ 26 h -1 ) are not affected by the dissolved oxygen probe characteristics (optic or polarographic) or by their probe lag (τ<200 s).
Under the conditions tested in this research air flow rate and diffuser density are the most contributing factors related to K L a estimation. According to the results, we confirm that air flow rate, diffuser characteristics and diffuser density has a direct influence on the performance of the oxygen transfer process (Measured as K L a).
To prevent data processing errors it is importantto avoid dead time effect, it is necessary to apply data truncation procedure when a dead time is recorded in the beginning of the test. 
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